
Inspection Report

Report Date 11.1.2010

Company Vantaan Kaupunki, Tilakeskus Customer  

Address Kartanonkosken neuvola Site Address  

Thermographer Jouni Räsänen Contact Person  

Image and Object Parameters Text Comments

 FLIR B-CAM Western SCamera Model  

 2010:01:11 11:58:22Image Date  

 IR_0316.jpgImage Name  

 0,96Emissivity  

 20,0 °CReflected Temperature  

 2,0 mObject Distance  
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